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INSTALL:

EXISTING CONDUIT:

OSP F/0 CABLE, LOOSE TUBE, SM, 72 FIBER

INSTALL:

0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-02l6 (120 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0258 (120 LF)
0SP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW-5I00/5450 (120 LF)

STA. 342150, I-85 SBCD
INSTALL:

FIELD SWITCH, TYPE A (EA)

EXISTING ELECTRICAL COMMUNICATIONS BOX
INSTALL:

OSP F/0 CABLE, LOOSE TUBE, SM, |44 FIBER, NAVO5-02i6 (0 LF)
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-0258 (IO LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW-SI00/5450 (IO LF)
FIBER OPTIC SPLICE, FUSION (12 EA)

FIBER OPTIC CLOSURE, UNDERGROUND, 12 FIBER {IEA)
0SP F/0 CABLE, DROP, SM, 12 FIBER

EXISTING:
CONDUIT, NONMETAL, TP 2, 2"
FOR ELECTRIC POWER SERVICE

EXISTING PULL BOX
INSTALL: .-~ b
. OSPF/0 CABLE,DRoﬁ,SMﬂz FIBER

TYPE A, 12 FIBER (IEA)

EXISTING | CONDUIT:

INSTALL:
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INSTALL IN EXISTING CONDUIT: —
OSP F/0 CABLE, DROP, SM, I2 FIBER

VIDEO CAMERA SENSOR ASSEMBLY (LEA) (S3CH2)
VDS SYSTEM PROCESSOR, TYPE A (EA)

F/0 CLOSURE, FDC PRETERMINATED,

OSP F/0| CABLE, DROP, SM, 12 FIBER
(CABINET | TO CLOSURE TOTAL 145 LF)

OQSP F/0] CABLE, LOOSE TUBE, SM, 72 FIBER

OSP F/0] CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i6 (640 LF)
0SP F/0; CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0258 (640 LF)
OsP F/0) CABLE, LOOSE TUBE, SM, 48 FIBER, GW-SI00/5450 (640 LF)

.N?blzt...

MATCHLINE STA 870+00

_Nacm|””

~
.“'“-...._..
— oy

SREFID%
$REFD9%
4$REF28%
$REFD7$
$REFDES

STA. B7H60

INSTALL:
VIDEO CAMERA SENSOR ASSEMBLY (3 EA) (N7CI2I,N8CI2l,SeCi2h

VDS SYSTEM PROCESSOR, TYPE B (IEA)

FIELD SWITCH, TYPE A (EA)
F/0 CLOSURE, FDC PRETERMINATED, TYPE A, 12 FIBER (EA)
0SP F/0 CABLE, DROP, SM, |2 FIBER (CABINET TO CLOSURE TOTAL 205 LF)

35' TUBULAR EXTENSION MOUNTED ON STRUCTURE (2

INSTALL IN EXISTING CONDUIT:
OSP F/70 CABLE, DROP, SM, 12 FIBER

EXISTING ELECTRICAL COMMUNICATIONS BOX i
INSTALL: ’

OSP F/0 CABLE, LOOSE TUBE, SM, [44 FIBER, NAV05-02I5 (0 LF)
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0S-0257 (IO LF)
FIRER OPTIC SPLICE, FUSION (12 EA)

FIBER OPTIC CLOSURE, UNDERGROUND, I2 FIBER [(IEA)

OSP F/0 CABLE, DROP, SM, 12 FIBER i

INSTALL IN EXISTING CONDUIT:
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02I5 (60 LF)

EXISTING:
CONDUIT, NONMETAL, TP 2, 2"
FOR ELECTRIC POWER SERVICE

STA. 875+00

EXISTING

ELECTRICAL POWER SERVICE ASSEMBLY,
AERIAL SERVICE POINT (EA)

EXISTING PULL BOX FOR DEVICE AT STA. B7I+60

INSTALL:
OSP F/0 CABLE, DROP, SM, [2 FIBER

ELECTRICAL CABLE SHALL BE INCLUDED
IN THE BID PRICE FOR POWER SERVICE ASSEMBLY.

STDIRECTIONAL BORE (155 LF)
CONDUIT, NONMETL, TP 3, 2% 2 @ 155 LF, (310 LF)
0SP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER,

EXISTING ELECTRICAL COMMUNICATIONS BOX
GW-5100/5450 (310 LF)

INSTALL:

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0216 (IO LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-0258 (H0O LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW-SI00/5450 (10 LF)

INSTALL IN EXISTING CONDUIT:
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02I6 (120 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV(05-0258 (120 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW~SI00/S450 {120 LF}

INSTALL IN EXISTING CONDUIT:
OSP F/0 CABLE, DROP, SM, 12 FIBER

EXISTING ELECTRICAL COMMUNICATIONS BOX:
REHAB ECB (IEA)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02I6 (10 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0258 (10 LF)
0SP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW~S100/5450 (10 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW-SI00/5450 (0 LF)
FIBER OPTIC SPLICE, FUSION (12 EA)

EXISTING CONDUIT: FIBER OPTIC CLOSURE, UNDERGROUND, 12 FIBER (LEA)

0SP F/0 CABLE, LOOSE TUBE, SM, 72 FIBER gsp F/0 CABLE, DROP, SM, 12 FIBER

INSTALL® :

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02I6 (600 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0258 (600 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 48 FIBER, GW-SI00/5450 (600 LF)

INE STA 88500

MATCHL

INSTALL IN EXISTING CONDUIT:
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-02i{5 (600 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAYD5-0257 (600 LF)

EXISTING ELECTRICAL COMMUNICATIONS BOX

INSTALL:

OSP F£/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-02I5 (10 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0257 (IO LF)

INSTALL IN EXISTING CONDUIT:
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i5 (740 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-0257 (740 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-0257 (60 LF)
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